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PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

E4101.5 Disconnecting means. Each appliance shall be provided with a means to disconnect all ungrounded supply conductors. For 
fixed electric space-heating equipment, means shall be provided to disconnect the heater and any motor controller(s) and 
supplementary overcurrent-protective devices. Switches and circuit breakers used as a disconnecting means shall be of the 
indicating type. Disconnecting means shall be as set forth in Table E4101.5.  The disconnecting means shall have an ampere rating 
not less than 125 percent of the total load of the motors and heaters. The provision for locking or adding a lock to the disconnecting 
means shall be installed on or at the switch or circuit breaker used as the disconnecting means and shall remain in place with or 
without the lock installed. 
 
 
 

REASON AND FISCAL IMPACT 

This text was extracted from the 2008 National Electrical Code. 
 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


